
Work Order Description Status Location
Work 

Center Work Type Sub Work Type Approved Date Target Start
Target 
Finish Asset Description

BDHX6D JBAB -2 - ROOM -147 -  REPAIR FIRE 
SUPPRESSION PIPE LEAKING

CLOSE JBAB-2 WCJP5D ROUTINE SHOPS 12/20/18 12/20/18 1/19/19

BBXWWS JBAB -2  -OUTSIDE  MECH ROOM -150  - PIPE  
LEAKING - CHECK / REPAIR

CLOSE JBAB-2 WCJP5D URGENT SHOPS 1/5/18 1/3/18 1/12/18

BDBL6F JBAB -2- slow pipe leak in the north west 
stairwell of building 2. It is leaking onto the 
stairs which is hazardous The leak looks like it

CLOSE JBAB-2 WCJP5D EMERGENCY SHOPS 10/17/18 10/17/18 10/18/18

B977WB JBAB-2 RM 177**ACTIVE PIPE LEAK ON WEST 
WALL**

CLOSE JBAB-2 WCJP5D URGENT SHOPS 5/17/16 5/17/16 5/24/16

BFSHD9 JBAB -2 - SOUTH EAST CORNER  -  FIRE 
SUPPRESSION PIPE LEAKING   -- CHECK / 
REPAIR

COMP JBAB-2 WCJP5D URGENT FACILITIES 11/27/19 11/27/19 12/4/19

BC36RH JBAB -2 - ROOM -100 - SPRINKLER PIPE 
LEAKING - CHECK / REPAIR

CLOSE JBAB-2 WCJP5D URGENT SHOPS 2/15/18 2/15/18 2/22/18

BB9CTS REPAIR 1ST.FL LEAK RUST-COLORED / 
2ND.FL.WATER PRESSURE

CLOSE JBAB-2 WCJP5D URGENT SHOPS 5/23/17 5/23/17 5/30/17

B7BJWS INOP BOLLARD LIGHTS OUTSIDE OF BLDG, 1 
ON NORTH SIDE, 2 ON WEST SIDE

CLOSE JBAB-2 WCJP6A ROUTINE SHOPS 6/8/15 6/8/15 7/8/15

B7YRFF JB2-VLV-08 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16 JB2-VLV-08 """VALVE, OS&Y, ABOVE 
4"""""""

B7YRCG PM-JB2-VLV-01 CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16

B7YRFM JB2-VLV-09 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16 JB2-VLV-09 """VALVE, OS&Y, ABOVE 
4"""""""

BBY37S JBAB -2 - Water leaking at the AF Band Hangar 
2 near the north main entrance on McCord 
street./ called to inform duty officer Lt. 
ALISON/EMCOR wil res

CLOSE JBAB-2 WCJP5D ROUTINE SHOPS 1/4/18 1/9/18 2/3/18

B64ZT7 PM-JB2-VLV-02 CLOSE JBAB-2 WCJP5D RECURRING PM 2/17/14 3/19/14 4/18/14 JB2-VLV-11 "VALVE, SEDIMENT 
STRAINER, ABOVE 4"""

B6ZFVG PM-JB2-BFP-01 CLOSE JBAB-2 WCJP5D RECURRING PM 3/9/15 4/8/15 5/8/15

B6XJCX PM-JB2-VLV-02 CLOSE JBAB-2 WCJP5D RECURRING PM 2/17/15 3/19/15 4/18/15

B6TPFF leaking sprinkler head rm 101 CLOSE JBAB-2 WCJP5D URGENT SHOPS 1/8/15 1/8/15 1/15/15

B6V34G 1/21/2015 @ 1600 Customer reporting low 
water pressure and fire alarm keeps going off. 
Contacted Maj

CLOSE JBAB-2 WCJP5D EMERGENCY SHOPS 1/21/15 1/21/15 1/22/15

B7YJXN PM-JB2-VLV-03 CLOSE JBAB-2 WCJP5D RECURRING PM 3/17/16 4/16/16 5/16/16

B7YRCN JB2-VLV-01 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16 JB2-VLV-01 """VALVE, OS&Y, ABOVE 
4"""""""

B7YRCX JB2-VLV-02 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16 JB2-VLV-02 """VALVE, OS&Y, ABOVE 
4"""""""

B7YRD7 JB2-VLV-03 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16 JB2-VLV-03 """VALVE, OS&Y, ABOVE 
4"""""""

B7YRDG JB2-VLV-04 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16 JB2-VLV-04 """VALVE, OS&Y, ABOVE 
4"""""""

B7YRDN JB2-VLV-05 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16 JB2-VLV-05 """VALVE, OS&Y, ABOVE 
4"""""""

B7YRDW JB2-VLV-06 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16 JB2-VLV-06 """VALVE, OS&Y, ABOVE 
4"""""""

B7YRF6 JB2-VLV-07 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16 JB2-VLV-07 """VALVE, OS&Y, ABOVE 
4"""""""

BBBMWT RECURRING_TEST BACKFLOW PREVENTER 
PREVENTIVE MAINTENANCE JBAB-2

CLOSE JBAB-2 WCJP63 RECURRING PM 5/30/17 5/30/17 6/29/17 JB2-BFP-02 BACKFLOW PREVENTER

BBBMWV Backflow Certification CLOSE JBAB-2 WCJP63 RECURRING PM 5/30/17 5/30/17 6/29/17 JB2-BFP-01 BACKFLOW PREVENTER

BBBMWW Backflow Certification CLOSE JBAB-2 WCJP63 RECURRING PM 5/30/17 5/30/17 6/29/17 JB2-BFP-02 BACKFLOW PREVENTER

BDDRJC JBAB- 2  FY19 INSPECTION AND 
CERTIFICATION OF BACKFLOW PREVENTE

CLOSE JBAB-2 WCJP5D RECURRING PM 11/5/18 12/5/18 12/21/18

B6V37S PER FIRE DEPT BACK UP PUMPS FOR 
SPRINKLER SYSTEM INOP.

CLOSE JBAB-2 WCJP5D URGENT SHOPS 1/22/15 1/22/15 1/29/15

BCW7V7 JBAB-2 REPAIR/REPLACE BACKFLOW 
PREVENTERS

CLOSE JBAB-2 WCJP5D ROUTINE SHOPS 7/11/18 7/11/18 8/10/18

BDHDTX JBAB- 2  FY19 REPAIR FAILED BACKFLOW 
PREVENTER

CLOSE JBAB-2 WCJP5D ROUTINE SHOPS 12/8/18 12/5/18 1/4/19

BDHDVB +JBAB- 2  FY19 REPAIR FAILED BACKFLOW 
PREVENTER

CLOSE JBAB-2 WCJP5D ROUTINE SHOPS 12/8/18 12/5/18 1/25/19

B7YRFV JB2-VLV-10 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/16 4/22/16 5/22/16 JB2-VLV-10 """VALVE, OS&Y, ABOVE 
4"""""""

B9G6M9 PM-JB2-BFP-02 CLOSE JBAB-2 WCJP6A RECURRING PM 8/12/16 9/11/16 10/11/16 JB2-BFP-01 BACKFLOW PREVENTER



B6ZY3P PM-JB2-VLV-03 CLOSE JBAB-2 WCJP5D RECURRING PM 3/17/15 4/16/15 5/16/15

B737GZ PM-JB2-VLV-01 CLOSE JBAB-2 WCJP5D RECURRING PM 3/23/15 4/22/15 5/22/15

B7XDVT JB2-BFP-03 BACKFLOW PREVENTER CLOSE JBAB-2 WCJP5D RECURRING PM 3/9/16 4/8/16 5/8/16 JB2-BFP-03 BACKFLOW PREVENTER

B7XDV7 PM-JB2-BFP-01 CLOSE JBAB-2 WCJP5D RECURRING PM 3/9/16 4/8/16 5/8/16

B7XDVJ JB2-BFP-02 BACKFLOW PREVENTER CLOSE JBAB-2 WCJP5D RECURRING PM 3/9/16 4/8/16 5/8/16 JB2-BFP-02 BACKFLOW PREVENTER

B7FZ93 PERFORM PREVENTIVE MAINTENANCE ON 
BACKFLOW PREVENTERS AND OTHER 
ASSOCIATED WATER DISTRIBUTION ASSETS

CLOSE JBAB-2 WCJP6A RECURRING PM 8/6/15 9/5/15 9/5/15

B67Z3G PM-JB2-VLV-03 CLOSE JBAB-2 WCJP5D RECURRING PM 3/17/14 4/16/14 5/16/14 JB2-VLV-12 "VALVE, MOTOR OPERATED, 
ABOVE 4"""

B9YC3W JB2-BFP-02 BACKFLOW PREVENTER CLOSE JBAB-2 WCJP5D RECURRING PM 5/17/17 5/17/17 6/16/17 JB2-BFP-02 BACKFLOW PREVENTER

B9YC47 JB2-BFP-03 BACKFLOW PREVENTER CLOSE JBAB-2 WCJP5D RECURRING PM 5/30/17 5/30/17 6/29/17 JB2-BFP-03 BACKFLOW PREVENTER

B9YC3M PM-JB2-BFP-01 CLOSE JBAB-2 WCJP63 RECURRING PM 8/26/17 9/2/17 10/2/17

B7VKXG PM-JB2-VLV-02 CLOSE JBAB-2 WCJP5D RECURRING PM 2/18/16 3/19/16 4/18/16

B9Z37H JB2-VLV-07 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP63 RECURRING PM 8/26/17 9/2/17 10/2/17 JB2-VLV-07 """VALVE, OS&Y, ABOVE 
4"""""""

B9Z37X JB2-VLV-09 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP63 RECURRING PM 8/26/17 9/2/17 10/2/17 JB2-VLV-09 """VALVE, OS&Y, ABOVE 
4"""""""

B9Z397 JB2-VLV-10 """VALVE, OS&Y, ABOVE 4""""""" CLOSE JBAB-2 WCJP63 RECURRING PM 8/26/17 9/2/17 10/2/17 JB2-VLV-10 """VALVE, OS&Y, ABOVE 
4"""""""

BFS6K6 Respond to emergency water leak. Isolate 
water valves.

COMP JBAB-2 WCJP60 EMERGENCY UTILITIES 11/14/19 11/13/19 11/15/19


